Location: CENEX ZIP TRIP #75
1815 S Haynes Ave
Miles City, MT 59301 Custer

Facility Summary in Custer County in the City of Miles City

System Facility ID:60-15272

Facility Code: 30983

Last Inspected On: 08/04/2022

Operating Permit Renewal Date: 01/06/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

CHS Inc dba Cenex Zip Trip #75

Operator Contact:

Jim Alford;Sean Hurley

5095357701;5095367418

Owner/Operator: CHS Inc dba Cenex Zip Trip #75

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Nicholas Merritt, UST Class B Global Operator
Sean Hurley, UST Class A Operator

Tank Code 01 . Flapper
Tank Age 6 Tank Installed — q/1 515016 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
””””””””””””””” G oo PipingInstalled oo . Tank oo Piping Lo e
Tag Number 5630 Spill Test Date 09/08/2021 Date 08/15/2016 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date 07/20/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel PLLD Test Date 08/23/2022 iggfg’;?;ng ep Eégagétzac?ilgn Interstitial [P):gs{%r'pe Interstitial Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring (W Monitoring Lo
- Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
| e ATGTestDate  OB232022  Testpate Leak Detection  Gauging0.2  Defection oz ] .
Gilbarco-Veeder
RoOt/TLS-
. 450;Veeder
Overfill Test Date 09/08/2021 ATG Type ROOL/8590 Series
DPLLD;Veeder
Root/TLS-450
Tank Code 02 . . Flapper
Tank Installed n Fiberglass - - Fiberglass n "

Tank Age 6 Date 08/15/2016 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xgl\r/ri,ngh Level
””””””””””””””” o . . .  Pipinginstalled ... . Tank ... Piping oo
Tag Number 5631 Spill Test Date 09/08/2021 Date 08/15/2016 - Double-Walled oS TEien Double Walled AST No

Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 07/20/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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09/08/2021

09/08/2021

09/08/2021

Report Created: 11/1/2022

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
450;Veeder
Root/8590 Series
DPLLD;Veeder
RoOt/TLS-450

Flapper
Valve;High Level
Alarm

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD;Veeder
Root/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD;Veeder
Root/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic
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09/08/2021

09/08/2021

08/23/2022

Report Created: 11/1/2022

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD;Veeder
Root/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
450;Veeder
Root/8590 Series
DPLLD;Veeder
RoOt/TLS-450

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

ELLD 0.2 Yes
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Gilbarco-Veeder

Root/TLS-
. 450;Veeder
Overfill Test Date 09/08/2021 ATG Type ROO/8590 Series
DPLLD;Veeder
Root/TLS-450

Tank Code 08 Tank Installed - Fiberglass . . . .

Tank Age 7 Date 12/01/2015 Tank Material Reinforced Plastic Piping Material Not Listed Overfill Types

. Piping Installed Tank Piping
Tag Number 5722 Spill Test Date Date - oS TEien AST No
Currently in Sump Tightness Catastrophic L.D . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Piping Type Pressurized CP Met Types
- n Continuous . . Continuous
Product gSFuﬁgltztd) PLLD Test Date i:rs]tk g’;ﬂng G E;ﬂal:r))ét-(l;ac?ilt()n Interstitial B:trg stri)(/) rl?lpe Interstitial Vapor Recovery No
9 Monitoring Monitoring
5 Line Tightness Secondary Tank Secondary Pipe .

Capacity 6000 ATG Test Date Test Date Leak Detection Detection Not Listed Energy Act No

Overfill Test Date ATG Type

Facility Summary in Custer County in the City of Miles City
Location: ENTERPRISE SYSTEMS SERVICE CENTER Facility Code: 30884
114 S Haynes Ave Last Inspected On: 05/31/2022
Miles City, MT 59301 Custer System Facility ID:60-15140 Operating Permit Renewal Date: 09/18/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: MT Dept of Administration ITSD 4064442700

Operator Contact: Ed Sivils;John Salazar;Michael Krings

Owner/Operator: MT Dept of Administration ITSD

Ed Sivils, UST Class A Operator

Ed Sivils, UST Class B Operator

John Salazar, UST Class A Operator

John Salazar, UST Class B Operator

Michael Krings, UST Class A Operator

Mike Kennell, UST Class B Global Operator
Randy Anderson, UST Class B Global Operator
Rennette Waldo, UST Class B Operator

Zane Rudolph, UST Class B Global Operator

Tank Code S1 Tank Installed

Tank Age 13 Date 07/21/2009 Tank Material Unknown Piping Material Flexible Plastic Overfill Types High Level Alarm
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Piping Installed Piping

B | | Date OrEIZ009  Construction  POUPEWAIY  construction  Povlewaled - AST e
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date 06/05/2019 Type 3.0 Auto Dialer Piping Type Pressurized CP Met Types
. . . n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Detection Inter_stlt[al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  OOBL2022  Testpate Leak Detection Detecton .
Overfill Test Date ATG Type
Facility Summary in Custer County in the City of Miles City
Location: FRANKS QUICK STOP LLC Facility Code: 19399
1308 S Haynes Ave Last Inspected On: 11/16/2020
Miles City, MT 59301 Custer System Facility ID:09-00624 Operating Permit Renewal Date: 02/13/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Franks Quick Stop LLC 4062346661
Operator Contact: Frank Ngo 4068531991
Owner/Operator: Franks Quick Stop LLC
Frank Ngo, UST Class A Operator
Jason South, UST Class B Global Operator
Jeremy Thomas, UST Class B Global Operator
Tank Code | o8 | - N 0000 | Ball Float
Tank Age 32 Vatile sillizs 07/01/1990 Tank Material Cathodically Piping Material Fiberglass . Overfill Types Valve;High Level
Date Protected Steel Reinforced Plastic Alarm
”””””””””””””” oo Pipinginstalled g0, Tank  Piping e
| e R | Date COURMIOT  Comstruction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLLDTestbale  OI0W2020  festbate 102020 LeakDetection  Gaugng02 Defection oz ] e
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 06/28/2020 Leek Dacsiion Detection ELLD 0.1 Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/
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Tank Code 09 . . Ball Float
Tank Installed - Cathodically A - Fiberglass q o
Tank Age 32 Date 07/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Xa\r/ri,ngh Level
””””””””””””””” o . Pipingnstalled oo,  Tank  Piping oo
| .. Date CORIEOT - constructon Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLEDTestDate  0JOH2020 fesipate H/AGZ020  Leak Detection  Gauging0.2  Defection epez ] e
5 Line Tightness Secondary Tank Secondary Pipe
| e .. TestDale COf2L2020 Leakpetecion Detection oot ] .
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 10 : ) Ball Float
Tank Installed n Cathodically - . Fiberglass . o
Tank Age 32 Date 07/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Xla;‘l\r/ri,ngh Level
””””””””””””””” oo Pipinginstalled o0, Tank  Piping e
Tag Number 1790 Spill Test Date Date 09/27/2007 Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I pesel ] PLEDTestDate  OS042020  restpate HAG/2020  lLeakDetection  Gauging02 Defection ooz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 06/20/2020 Leak Detection Detection ELLD 0.1 Energy Act No
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Facility Summary in Custer County in the City of Miles City
Location: FRANK'S SHORT STOP I Facility Code: 19462

305 Main St
Miles City, MT 59301 Custer

System Facility 1D:09-07083

Last Inspected On: 01/30/2020

Operating Permit Renewal Date: 06/08/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Frank's Short Stop

4068531991

Operator Contact: Frank Ngo

4068531991

Owner/Operator: Frank's Short Stop

Report Created: 11/1/2022
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Amy Stinson, UST Class B Global Operator
Dyna Bennett, UST Class B Operator
Frank Ngo, UST Class A Operator

Frank Ngo, UST Class B Operator

Gordon Dorothy, UST Class B Operator
Jodien Twardoski, UST Class B Operator
Randall Morgan, UST Class B Operator
Theresa Bradshaw, UST Class B Operator

04/29/2020

Report Created: 11/1/2022

10/01/1997

10/01/1997

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel
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ELLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Flexible Plastic

ELLD Line
Tightness Testing

Continuous
Interstitial
Monitoring

Flexible Plastic

Double Walled

Flapper Valve

Flapper Valve



Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe ELLD Line
T Diesel PLLD Test Date Test Date 01/30/2020 Leak Detection Gauging 0.2 Detection Tightness Testing REECRE o °
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 6000 ATG Test Date Test Date Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC Veeder
Root/8484 Series
PLLD

Facility Summary in Custer County in the City of Miles City

Location: GM PETROLEUM DISTRIBUTORS
500 N 5th St
Miles City, MT 59301-2306 Custer

Facility Code: 19449
Last Inspected On: 08/10/2022

System Facility 1D:09-05859 Operating Permit Renewal Date: 11/15/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City Service Valcon LLC

Operator Contact: Bill Grunstead;Roger Schmechel 4062083147

Owner/Operator: City Service Valcon LLC

Owner/Operator: City Service Valcon LLC DBA GM Petroleum
Distributors

Bill Grunstead, UST Class A Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator
Bill Grunstead, UST Class A Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator
Jay Brookie, UST Class A Operator

Jay Brookie, UST Class B Global Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Margaret Flynn, UST Class A Operator
Margaret Flynn, UST Class B Operator
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Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator

Electronic Line
Leak Detector

Veeder Root/8484
Series PLLD

Bare Steel

Electronic Line
Leak Detector

Veeder Root/8484
Series PLLD

Bare Steel

Electronic Line
Leak Detector

Veeder Root/8484
Series PLLD

Bare Steel

Currently in Electronic Line
Use Leak Detector

Pressurized
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. Tank/Piping CP Primary Tank Primary Pipe
R Gasolne  PLLDTestbate  000OR022  festpate COl06I2022  LeakDetection Detection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 10123 ATG Test Date 06/06/2022 Test Date 07/12/2016 Leak Detection Detection Energy Act No
. Veeder Root/8484
Overfill Test Date ATG Type Series PLLD
Facility Summary in Custer County in the City of Miles City
Location: HOLY ROSARY HOSPITAL WILSON ST Facility Code: 19513
2600 Wilson St Last Inspected On: 10/25/2021
Miles City, MT 59301 Custer System Facility ID:09-13574 Operating Permit Renewal Date: 02/10/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Holy Rosary Hospital 4062332600
Operator Contact: Dustin Leidholt;Scott Luedtke 4068520342

Owner/Operator: Holy Rosary Hospital

Dustin Leidholt, UST Class A Operator

Dustin Leidholt, UST Class B Operator

Scott Luedtke, UST Class A Operator

Scott Luedtke, UST Class B Global Operator
LSS0l 01 Tank Age 28 BZ?: Tl fze 08/01/1994 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 4284 | Spill TestDate 035022 FPiNGInstalled Tank Double-Waled PG DoubleWalled ~ AST No o

Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date 10/25/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous n . Continuous

. Tank/Piping CP Primary Tank L Primary Pipe P

Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 8000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Test Date

Leak Detection

Detection

. Gilbarco-Veeder
Overfill Test Date 03/18/2022 ATG Type ROOH/ILS-350

Facility Summary in Custer County in the City of Miles City

Location: M AND H GAS MILES CITY
1019 Main St
Miles City, MT 59301 Custer

Facility Code: 19402
Last Inspected On: 04/15/2021

System Facility ID:09-01058 Operating Permit Renewal Date: 06/23/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Miller and Holmes Inc

Operator Contact: Kevin Junker

Owner/Operator: Miller and Holmes Inc

Charles Kauffman, UST Class B Global Operator

Dave Lunder, UST Class B Operator
Debra Agnew, UST Class B Global Operator
Kevin Junker, UST Class A Operator

Kevin Junker, UST Class B Operator
Sandy Maine, UST Class B Operator

Tank Code 04 Tank Installed - Cathodically - . . ) .
Tank Age 28 Date 10/01/1994 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 1613 Spill Test Date Piping Installed — 5,»7/5q0g Es RELT. Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/15/2021 Test Date 03/15/2021 Lerk Daicsiin Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 15000 ATG Test Date Test Date 02/03/2021 Leak Detection Detection Inter_st|t!al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 05 Tank Installed ; Cathodically . : - ) g
Tank Age 28 Date 10/01/1994 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1614 Spill Test Date Date ConeiEiem SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/15/2021 Test Date 03/15/2021 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . " Continuous
q Line Tightness Secondary Tank Secondary Pipe -
Capacity 15000 ATG Test Date Test Date 02/03/2021 Leak Detection Detection m:)er:ﬁgtrliﬁlg Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Report Created: 11/1/2022
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Tank Installed

Cathodically

Tank Age 28 Date 10/01/1994 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1615 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/15/2021 Test Date 01/22/2018 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
Capacity 7500 ATG Test Date L2 T =53 01/30/2021 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC

Tank Code 07 Tank Installed . Cathodically _ . . . .

Tank Age 28 Date 10/01/1994 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve

n Piping Installed Tank Piping
Tag Number 1616 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 03/15/2021 Test Date 03/15/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) . Continuous
Capacity 7500 ATG Test Date L2 T =53 02/01/2021 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection Monitoring

Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Custer County in the City of Miles City

Location: MILES CITY BULK PLANT
S 4th St & Pacific Ave
Miles City, MT 59301-1440 Custer

Facility Code: 19419
Last Inspected On: 06/11/2021

System Facility ID:09-03211 Operating Permit Renewal Date: 08/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Cenex Harvest States Sidney 4062341350

Operator Contact: Parker Murnion;Randy Bickle 4062341350;4062342350

Owner/Operator: Cenex Harvest States Sidney

Parker Murnion, UST Class A Operator
Randy Bickle, UST Class A Operator
Randy Bickle, UST Class B Operator

Report Created: 11/1/2022
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Impressed
Current
Automatic Tank No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging02
No
””””””””””””””””” Veeder Root/TLS-
300
03/26/1977 Bare Steel No Piping Flapper Valve
No
Impressed
Current
Automatic Tank No
Gauging 0.2
No
””””””””””””””””” Veeder Root/TLS-
300
03/26/1977 Bare Steel No Piping Flapper Valve
No
Impressed
Current
Automatic Tank No
Gauging 0.2
No
””””””””””””””””” Veeder Root/TLS-
300
03/26/1977 Bare Steel No Piping Flapper Valve
No
Impressed
Current
Automatic Tank No
Gauging 0.2
10/25/2021 No
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Veeder Root/TLS-

Overfill Test Date  10/25/2021 ATG Type 300
LSS0l 06 Tank Age 45 BZ?: Tl fze 03/26/1977 Tank Material Bare Steel Piping Material No Piping Overfill Types Flapper Valve
TagNumber 3590 | Spill TestDate 1025021 Pim@nstalled Tank Piping. - e | asT No o
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Pressurized CP Met Types ICTﬁ::itSEd
Product Diesel PLLD Test Date ;thkg;?éng = 06/11/2021 E;Z?(aéﬁtzac?izn égfgr?si%;ank [P)rejtr'ggtri)(/) rl?ipe Vapor Recovery No
Capacity 11000 ATG Test Date 10/25/2021 #L"S? Eigt';t”ess fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

Overfill Test Date  10/25/2021 ATG Type yeeder RooUTLS-
LEULSERbE 03 Tank Age 45 EZ?J; iz e 03/26/1977 Tank Material Bare Steel Piping Material No Piping Overfill Types Flapper Valve
agnumbe s spiiTewome  oonazos  PRmeimeied ko oo . w
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Pressurized CP Met Types ICTﬁ::itSEd
- B | resvae 0% Lesowelon _Gagngo: paeeton’ | 0 R
Capacity 11000 ATG Test Date 10/25/2021 #L"S? Eigt';t”ess fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

Overfill Test Date  03/14/2022 ATG Type Veeder Root/TLS-

300

Facility Summary in Custer County in the City of Miles City

Location: QWEST MILES CITY CENTRAL OFFICE
811 Pleasant St
Miles City, MT 59301-3229 Custer

Facility Code: 19484
Last Inspected On: 09/08/2020

System Facility ID:09-08778 Operating Permit Renewal Date: 03/05/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Qwest Corporation/Century Link

Operator Contact: Kevin Robison;Stephanie Miller;Thomas Pitts 2063467532;5016808141;8015983020

Owner/Operator: Qwest Corporation/Century Link

Kevin Robison, UST Class A Operator

Kevin Robison, UST Class B Global Operator
Kevin Robison, UST Class B Operator
Stephanie Miller, UST Class A Operator

Report Created: 11/1/2022
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Stephanie Miller, UST Class B Global Operator
Thomas Pitts, UST Class A Operator

Thomas Pitts, UST Class B Global Operator
Thomas Pitts, UST Class B Operator

Tank Code 01 Tank Installed - Fiberglass . . Fiberglass . .
Tank Age 29 Date 05/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1725 Spill Test Date Date ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Automatic Tank
Product Diesel PLLD Test Date VeI P E1 PIIET] TS Oeggggnn%inuous PITEY Pl 3-vear Line Vapor Recover No
Test Date Leak Detection Iﬁtérstitial Detection Tightness Test P y
Monitoring
Capacity 553 ATG Test Date Line Tightness /11,5029 Serhlly Talils Seeaialy Py Energy Act No

Test Date Leak Detection Detection

Overfill Test Date ATG Type gggder Root/TLS-

Facility Summary in Custer County in the City of Miles City

Location: THE SHORT STOP STORE
16 N 7th St
Miles City, MT 59301-3110 Custer

Facility Code: 19431
Last Inspected On: 01/30/2020

System Facility 1D:09-04443 Operating Permit Renewal Date: 06/19/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Frank Ngo;Teresa Newby 4062346661;4068531991

Operator Contact: Frank Ngo 4068531991
Owner/Operator: Frank Ngo
Owner/Operator: Teresa Newby
Frank Ngo, UST Class A Operator
Frank Ngo, UST Class B Operator
Frankie Meade, UST Class B Operator
Tony Russo, UST Class B Operator
TankCode o7 . Tank Installed oo o B Fiberglass 5 I Fiberglass | "
Tank Age 12 Date 12/17/2010 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 5284 Spill Test Date Piping Installed ;55,5019 TELTIS Double-Walled ~ FIPINg Double Walled  AST No

Date Construction Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Gasoline PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
q Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 10000 ATG Test Date Test Date 10/09/2019 Lerk e Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
Root/TLS-
350;Gilbarco-
. Veeder Root/TLS-
Overfill Test Date  04/29/2020 ATG Type 350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
Tank Code 08 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 12 Date 12/17/2010 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 5285 Spill Test Date Date 11/29/2010 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Gasoline PLLD Test Date iggfg’;&ng ep E(;gagétzac?ilgn Interstitial [P)gggtri)(/)rljlpe Interstitial Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 5000 ATG Test Date Test Date 10/08/2019 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
. Veeder Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
Facility Summary in Custer County in the City of Miles City
Location: TOWN PUMP OF MILES CITY Facility Code: 19460
1210 S Haynes Ave Last Inspected On: 11/03/2021
Miles City, MT 59301 Custer System Facility 1D:09-07081 Operating Permit Renewal Date: 11/03/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

Miles City 1 Town Pump LLC

4064976700

Operator Contact:

Trent Biggers

Report Created: 11/1/2022
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Owner/Operator: Miles City 1 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Report Created: 11/1/2022

06/16/2021

05/01/1994

05/01/1994

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically
Protected Steel

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350
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Continuous
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Flexible Plastic
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Continuous
Interstitial
Monitoring




S 13 Tank Age 27 Eg?g i 12 01/01/1995 Tank Material Eigi?l:‘glrizsd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
TeaMumber 204 SpilTestDme somsnoz  pgg® " Consiucton OO0 WAIed  COrglygion  OoubleValed  AST oo
Tank Status Sg;rently in MLLD Test Date _Srg;rtlpl));'tightness _(I_:;‘t)%s;rlgphic = Egzc;rgzitcecl:_tigf Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date  06/16/2022 %21‘@;?;”9 CP 12172000 E;:l‘;a&;i’:i';n ﬁ]t\itelr?ttgr?/l _ Egt’gg{% r':ipe fﬁﬁ'ﬁiﬁ? . Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Roconciliation [N
. ) Continuous ; Continuous

Capacity 12000 ATG TestDate  06/06/2022 #g‘s‘i E‘g’tgt”ess f:;g%de?;ggﬂk Lﬂfﬁigﬂig [S)eefé’cnt?oar:y gt mgenrﬁgtrﬁg Energy Act No

Overfill Test Date  10/23/2021 ATG Type Cilbarco-veeder
S 16 Tank Age 22 Eg?g i 12 11/01/2000 Tank Material Eigi?l:‘glrizsd Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
TeaNumber %2 SpilTestDme ooz pgg® " Constucton D20 WAIed  COrglugion  OoubleValed  AST oo
Tank Status Sg;rently in MLLD Test Date _Srg;rtlpl));'tightness _(I_:;‘t)%s;rlgphic = Egzc;rgzitcecl:_tigf Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD Test Date  06/16/2022 Egtkg;?;”g CP 121172009 féﬁaéitli?iﬁn at\?:r?t“cfr?/l ' gggg{%} Eipe it?é'ﬁﬁéﬁi' _ Vapor Recovery  No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation SN Roconciliation [N

. ) Continuous ; Continuous

Capacity 15000 ATG TestDate  06/06/2022 #g‘s‘i E‘g’tgt”ess f:;g%de?;ggﬂk Lﬂfﬁigﬂig [S)eefé’cnt?oar:y gt mgenrﬁgtrﬁg Energy Act No

Overfill Test Date  06/16/2021 ATG Type Cllbarco-veeder
S 17 Tank Age 22 Eg?g i 12 11/01/2000 Tank Material Eigi?l:‘glrizsd Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
TeaNumber 055 SpilTestDme osmsoz  pgg® " Constucton D20 WAIed  COrglugion  Ooublevaled  AST oo
Tank Status Sggrently in MLLD Test Date %Q%Zightness .?;;nggphic LD Elaeacktrggitzé_tigf Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD Test Date  06/16/2022 Egtkg;?;”g CP 121172009 féﬁaéitli?iﬁn at\?:r?t“cfr?/l ' gggg{%} Eipe it?é'ﬁﬁéﬁi' _ Vapor Recovery  No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation SN Roconciliation [N
Capacity 15000 ATG Test Date 06/06/2022 _IFienSet Eiggtness E:glc() %de?re)é t-li-:::k ﬁl(t)grt_lsrt]ittji_glljs gg?g;?oar:y FikE &?Q;é?igg?s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == °  Monitoring T

Overfill Test Date  06/16/2021 ATG Type Cilbarco-veeder
LSl 18 Tank Age 22 EZ?: Ttz 11/01/2000 Tank Material Egi:%lrizz Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4234 Spill Test Date  06/16/2021  HPing Installed VTS Double-walled ~ 2IPING Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
Product Diesel PLLD Test Date 06/16/2022 ¥22tkg’;?;ng G 12/17/2009 E;gaéﬁtzi?iﬁn Inventory ggtrzgtri);rli’lpe Inventory Vapor Recovery No
Reconciliation Reconciliation
8 n Continuous " Continuous
Capacity 15000 ATG Test Date 06/06/2022 !I_'Iens? 'IE')lgtgtness Egglc() %de?;):;ggrr:k Interstitial giggcnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date 06/16/2021 ATG Type ROOUTLS-350
Tank Code 19 Tank Installed - Fiberglass A - ; . q
Tank Age 22 Date 11/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4235 Spill Test Date  10/23/2021  FIPing Installed el Double-Walled LN Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
Product Diesel PLLD Test Date 06/16/2022 ¥22tkg’;?;ng G 12/17/2009 E;gaéﬁtzi?iﬁn Inventory ggtrzgtri);rli’lpe Inventory Vapor Recovery No
Reconciliation Reconciliation
8 n Continuous " Continuous
Capacity 10000 ATG Test Date 06/06/2022 !I_'Iens? 'IE')lgtgtness Egglc() %de?;):;ggrr:k Interstitial giggcnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date 06/16/2021 ATG Type ROOUTLS-350
Tank Code 20 Tank Installed - Fiberglass . . . . .
Tank Age 22 Date 11/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4236 Spill Test Date  11/30/2021  FIping Installed el Double-Walled LN Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Diesel, Dyed PLLD Test Date 06/16/2022 $22tk{§;$;ng ap 12/17/2009 Eéﬂatr))étzirt]ilgn Inventory B:Qgtri)(l)slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
8 n Continuous " Continuous
Capacity 5000 ATG Test Date 06/06/2022 !I_'Iens? 'IE')lgtgtness Egglc() %de?;):;ggrr:k Interstitial giggcnt(ijoar:y e Interstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date 06/16/2021 ATG Type ROOUTLS-350
Tank Code 14 Tank Installed - Fiberglass . . . . .
Tank Age 27 Date 01/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 4890 Spill Test Date  10/23/2021  FIPing Installed el Double-Walled ~ HPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Gasoline PLLD Test Date 06/16/2022 Vel el € 12/17/2009 PRy Tan.k Inventory Prlmary e Inventory Vapor Recovery No
Test Date Leak Detection Detection

Report Created: 11/1/2022

Reconciliation
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06/16/2021

DEF (Not
Regulated)

01/01/1995

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging
0.1;Continuous
Interstitial
Monitoring;Deferr

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Approved Remote
Monitoring;Deferre
d;Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring;Not

Facility Summary in Custer County in the City of Miles City

Location: VA MEDICAL CENTER MILES CITY Facility Code: 19471
210 S Winchester Ave Last Inspected On: 05/13/2022
Miles City, MT 59301-4757 Custer System Facility ID:09-07784 Operating Permit Renewal Date: 08/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: VA Medical Center

4068745600

Operator Contact: James Arneson;Joseph Dejong

4062323060;4068745880

Owner/Operator: VA Medical Center

James Arneson, UST Class A Operator

James Arneson, UST Class B Global Operator

Joseph Dejong, UST Class A Operator

Tank Code 03 Tank Installed . Fiberglass A ; f .
Tank Age 41 Date 04/22/1981 Tank Material Reinforced Plastic Piping Material Steel Overfill Types High Level Alarm
Tag Number 2191 Spill Test Date  05/13/2022  FiPing Installed UL gl Double Walled  AST No
Date Construction Construction
. . A Continuous
Tank Status Currently in MLLD Test Date EE CRlEslEie LD Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
e Diesel P T e Test Date Leak Detection Gauging 0.2 Detection Tightness Test Vel [HEEeEs) R
. . " Continuous
. Line Tightness Secondary Tank Secondary Pipe P
Capacity 12000 ATG Test Date 05/13/2022 Test Date 05/13/2022 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date 05/13/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Installed ; Fiberglass . : q .
Tank Age 41 Date 04/22/1981 Tank Material Reinforced Plastic Piping Material Steel Overfill Types High Level Alarm
Tag Number 2192 Spill Test Date  07/27/2022  Fiping Installed VELTLS iz Double Walled  AST No
Date Construction Construction
. . n Continuous
Tank Status Currently in MLLD Test Date S LHiess Celpiiielie LD Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
PIEELE! Diesel P T el Test Date Leak Detection Gauging 0.2 Detection Tightness Test VEREF (REEaEt) R
g ] : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 05/13/2022 Test Date 05/13/2022 Leak Detection Detection :\;ter;uqal Energy Act No
onitoring
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed : Fiberglass . - . .
Tank Age 30 Date 04/20/1992 Tank Material Reinforced Plastic Piping Material Steel Overfill Types High Level Alarm
Tag Number 2193 Spill Test Date  05/13/2022  HPing Installed VTS P Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Continuous
Interstitial
Monitoring

Automatic Tank 3-Year Line
Gauging 0.2 Tightness Test

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco EMC

Fiberglass
11/17/1992 Reinforced Plastic

High Level Alarm

. Continuous
Temporarily Interstitial

Out of Use Monitoring

) Continuous
Automatic Tank Interstitial

Gauging 0.2 Monitoring




